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__________________________________________________________________

Question:

How does the analysis included in IR 31 above, compare to the Applicant’s recommendation of a single circuit 345 KV line for the Fargo-Monticello corridor for::

a)
Double circuit 345 KV line;

b)
Single circuit 500 KV line;

c)
765 KV or HVDC Light; and

d)
345 KV/500 KV double circuit line.

Response:

Since the time this Information Request was issued, Applicants have revised their proposal for the Twin Cities – Fargo 345 kV Project.  Applicants now propose that the entire line be constructed on double circuit structures.  One circuit would be strung as part of the Project, and the second set of arms on the structures would be reserved for a future second 345 kV circuit. 

For analyses of how these alternatives compare to the proposed configuration, please see the rebuttal testimony of Walt Grivna and Applicants’ Response to MCEA Information Request No. 31.
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